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ELECTRIC DUCT BANK
' NOTES o | STREET LIGHT LEGEND | | :
1. ALL FACIITIES INSTALLED BY THE DEVELOPERS SHALL BE INSPECTED AND APPROVED BY o | |
THE DEPARTMENT CONSTRUCTION INSPECTOR (PH. 782-5429). ANY CHANGES SHALL BE ' STREET LIGHT ELECTROLIER
APPROVED BY THE DEPARTMENT PRIOR TO EXECUTION. THE DEVELOPER SHALL BE CONCRETE STANDARD PER ITEM S8,
RESPONSIBLE FOR COORDINATING ALL PHASES OF CONSTRUCTION WITH THE DEPT. : | LUMINAIRE 200W H.P.S. TO BE FURNISHED
CONSTRUCTION INSPECTOR AND DEPT. CONSTRUCTION. SUPERINTENDANT (PH.  351-6173). WITH LES. TYPE 3, MEDIUM FULL—CUT OFF
| - LIGHT DISTRIBUTION, ALL PER UGS-800 &
2 PROVIDE AND INSTALL ALL STREET LIGHT FACILITIES SHOWN ' : UGS—-801. | | o
INCLUDING STREET LIGHT CABLE, AS SHOWN IN ’C‘ONFORA?%\;_CZ WirH ,ggE/F/CMTI " ~ | | | | 3
 FOLLOWING 'STANDARD DRAWINGS; UGS=800, 801, & STR GHT - SPECIFICATIO ,;12— " RIGID PLASTIC. (D5) CONDULT | :
3. EXCAVATION FOR STREET LIGHT CONDUIT AND ELECTROLIER FOUNDATIONS MUST W/ 2-48 CU 600V CABLES
BE DONE AFTER INSTALLATION: OF CURBS AND GUTTERS, BUT BEFORE INSTALLATION OF I
CURB RETURNS WITH SPANDRELS, CROSS GUITERS, SIDEWALKS, AND DRIVE APRONS. - o
4 INSTALL A WATERPROOF “IN-LINE" FUSE HOLDER ON THE PHASE LEG CONDUCTOR(S) IN ' %%”Z@D’J /%ge//:%?«?g%ﬁ%ﬁgzg—ogpugmfﬂ S
THE BASE OF EACH STREET LIGHT STANDARD. FUSE HOLDER TO BE “BUSSMAN TRON” FHES | ¥ T e K SR 75 T L) ooy CABLES: | :
COMPATIELE WITH' SIZE AND TYPE OF WIRE, WITH A "BUSSMAN" FNM 10 AMP 200V FUSE OR | :
APPROVED EQUAL. ,
5 MARK INSTALLATION DATE ON PHOTO CONTROLS AND LAMPS AS PROVIDED FOR BY MFGR. | TYPE OF CONDUIT ‘ ' | ; . ' | | |
6. ACQUIRE A STREET OPENING PERMIT PRIOR TO EXCAVATING IN STREET RIGHT—OF—WAY. ’ ! ) |
7. THIS PLAN IS ACCURATE FOR STREET LIGHT E_%%mes ONLY. SEE STREET IMPROVEMENT. N_1eNGTH OF RUN
PLAN R=3406 FOR STREET IMPROVE! DETAILS. ) - EB — DENOTES FULLY ENCASED IN CONCRETE \ |
8. STREET LIGHT SERVICE POINTS ARE 2 WIRE 240V SYSTEM. FEED POINTS TO BE DB — DENOTES DIRECT-BURIED CONDUIT _ | L e e
 CONFIRMED AT TIME OF CONSTRUCTION. . | , REF. DWGS.: US5-5950, US—4325-2
| | ORNAMENTA
9. ALL STREET LIGHT FEED POINTS TO BE CONNECTED BY PUBLIC UTILITY AND - L STREET LIGHT INSTALLATION FOR
ENERGIZED WHEN CLEARED BY DEPARTUENT INSPECTOR. INDIANA W,/ 0O VAN BUREN
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STREET LIGHT DETAIL INTERCEPT DETAIL A STREET LIGHT DETAIL INTERCEPT DETAIL "B
FOR STATIONS @ 8+88, 10+74 AND 12+68 N.T.S. FOR STATIONS ® 16+31 AND 18+17 A N.T.S.
1"=2 FOR STATION ® 16+13 1"=2" . ' FOR STATION @ 18+17
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STREET LIGHT FOUNDATION=""

SIREET LIGHT NOTES

ALL FACILITIES INSTALLED BY THE DEVELOPERS SHALL BE INSPECTED AND APPROVED BY
THE DEPARTMENT CONSTRUCTION INSPECTOR (PH. 782-5429). ANY CHANGES SHALL BE
APPROVED BY THE DEPARTMENT PRIOR TO EXECUTION. THE DEVELOPER SHALL BE

RESPONSIBLE FOR COORDINATING ALL PHASES OF CONSTRUCTION WITH THE DEPIT.
CONSTRUCTION INSPECTOR AND DEPT. -CONSTRUCTION SUPERINTENDANT (PH. 351-6173).

PROVIDE AND INSTALL ALL STREET LIGHT FACILITIES SHOWN
INCLUDING STREET LIGHT CABLE, AS SHOWN IN CONFORMANCE WITH THE
FOLLOWING STANDARD DRAWINGS; UGS-800, 801, & STREET LIGHT SPECIFICATION #2-6.

EXCAVATION FOR STREET LIGHT CONDUIT AND ELECTROLIER FOUNDATIONS MUST
BE DONE AFTER INSTALLATION OF CURBS AND GUTTERS, BUT BEFORE INSTALLATION OF
CURB RETURNS WITH SPANDRELS, CROSS GUTTERS, S’/DEWALKS, AND DRIVE APRONS.

INSTALL A WATERPROOF “IN-LINE® FUSE HOLDER ON THE PHASE LEG CONDUC TOR(S) IN

THE BASE OF EACH STREET LIGHT STANDARD. FUSE HOLDER TO BE "BUSSMAN TRON™ #HEB , |
COMPATIBLE WITH SIZE AND-TYPE OF WIRE, WITH A "BUSSMAN™ FNM 10 AMP 250V FUSE OR |

APPROVED EQUAL.

MARK INSTALLATION DATE ON PHOTO CONTROLS AND LAMPS AS PROVIDED FOR BY MFGR.

ACQUIRE A STREET OPENING PERMIT PRIOR TO EXCAVATING IN STREET RIGHT—OF—-WAY.

THIS PLAN IS ACCURATE FOR STREET LIGHT FACILITIES ONLY. SEE STREET IMPROVEMENT
PIAN R—3406 FOR STREET IMPROVEMENT DETAILS.

STREET LIGHT SERVICE POINTS ARE 2 WIRE 240V SYSTEM. FEED POINTS TO BE
CONFIRMED AT TIME OF CONSTRUCTION.

ALL STREET LIGHT FEED POINTS TO BE CONNECTED BY PUBLIC UTILITY AND
ENERGIZED WHEN CLEARED BY DEFPARTMENT INSPECTOR.

\—INTERCEPT AND EXTEND CONDUIT TO STREET LIGHT
(INSTALLED BY ST. LT. CONTRACTOR)

70 BASE

- STREET LIGHT STREET LIGHT FOUNDATION-""

I DB C ONDU/T

STREET LIGHT LEGEND

STREET LIGHT ELECTROLIER
CONCRETE STANDARD PER ITEM 5-6,
LUMINAIRE 200W H.P.S. TO BE FURNISHED

WITH LE.S. TYPE 3, MEDIUM FULL-CUT OFF
(Lj/gg[fgg/fW/BUﬂON ALL PER UGS-800 &

1" _RIGID PLASTIC (DB) CONDUIT
W/ 2-#8 CU 600V CABLES

r——X/ﬂN 17 _RIGID PLASTI INDUIT

INSTALLED ON WORK ORDER 4325-2. STREET
LIGHT CONTRACTOR TO INSTALL 2-#8 CU 600V CABLES.

/—7YPE OF CONDUIT

7/

:LENGT H OF RUN

EB8 — DENOTES FULLY ENCASED IN CONCRETE
DB — DENOTES DIRECT-BURIED CONDUIT

ELECTRIC SERVICE BOX (17°X 30°X 247)
PER ITEM #ESB—6 OF UGS-009 (CONCRETE ONLY)

INSTALL PER UGS-320

/VS' TALLED BY ELECTRIC
. U5-4325-2)

ELECTRIC DUCT BANK

INTERCEPT 1" DB
CONDUIT AND EXTEND
STREET LIGHT.
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FUSE STREET LIGHT
CIRCUIT INSIDE PULLBOX—\

\—/NTERCEPT AND EXTEND CONDUIT TO PULLBOX
(INSTALLED BY ST. LT. CONTRACTOR)
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